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PROPOSED CODE CHANGE (Check One) 

 Change to read as follows Add to read as follows  Delete and substitute as follows  Delete without substitution 

 
E3610.3 Enclosures for grounding electrode conductors. Ferrous metal enclosures for grounding electrode conductors shall be 
electrically continuous from the point of attachment to cabinets or equipment to the grounding electrode, and shall be securely 
fastened to the ground clamp or fitting. Nonferrous metal enclosures shall not be required to be electrically continuous. Ferrous 
metal enclosures that are not physically continuous from cabinet or equipment to the grounding electrode shall be made electrically 
continuous by bonding each end to the grounding electrode conductor. The bonding jumper for a grounding electrode conductor 
raceway shall be the same size or larger than the required enclosed grounding electrode conductor. 
 
 

REASON AND FISCAL IMPACT 

This is to avoid any confusion, to match the 2009 IEC, and to match the 2008 NEC.  There is a subtle difference between a 
grounding conductor and a grounding electrode conductor. 

 
 

REVIEW RECOMMENDATION 

Approve 

Disapprove 

Approve as amended 

Further Study 

 


